OMB No. 2060-0347

STATEMENT OF ENERGY PERFORMANCE
! R.C. Hinsdale Elem

Building 1D: 1230236
For 12-month Period Ending: April 30, 20081

Date SEP becomes ineligible: August 28, 2009

Date SEP Generated: June 08, 2309

Facility

R.C. Hinsdale Elem
442 Dudley Pike

Ft. Mitchell, KY 41017

Year Built: 1972
Gross Floor Area (ft?): 57,720

Energy Performance Rating? (1-100) 75

Facility Owner

Kenton County School District
1055 Eaton Dr.

Ft. Wright, KY 41017
859-344-8688

Primary Contact for this Facility
Chris Baker

1055 Eaton Dr.

Ft. Wright, KY 41017
859-344-8888
chris.baker@kenton.kyschools.us

Site Energy Use Summary3 ‘
Natural Gas (kBtu)? 1,804,791 A ty,,
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Electric Distribution Utili - s X
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Based on the conditions observed at the
National Average Comparison time of my visit to this building, | certify that
National Average Site EUI a3 the information contained within this
National Average Source EUI 217 statement is accurate and in accordance
% Difference from National Average Source EUI 20% with the PE Guidelines.
Building Type K-12
School

Meets Industry Standardss$ for Indoor Environmental

Conditions:

Professional Engineer
License Number: 24468
Siate: KY

Ventilation for Acceptable indoor Air Quality Yes Brent Robertson
Acceptable Thermal Environmental Conditions Yes 4655 Rosebud Lane
Adequate lllumination Yes Newburgh, IN 47630

Notes:

812-492-3711

1. Application for the ENERGY STAR must be submitted to EPA within 4 months of the Period Ending date. Award of the ENERGY STAR is not final until approval is received from EPA.
2. The EPA Energy Performance Rating is based on {ofal source energy. A rating of 75 is the minimurn to be eligible for the ENERGY STAR.

3. Values represent energy consumption, annualized to & 12-month period.
4, Natural Gas values in units of volume (e.g. cubic feet) are converted to kBiu with adiustments made for elevation based on Facility zip code.
5. Values represent energy intensity, annualized to a 12-month period.
6. Based on Mesting ASHRAE Standard 62 for ventilation for accepiable indoor air quality, ASHRAE Standard 55 for thermal comfort, and IESNA Lighting Handbook for lighting quality.

The government estimates the average time needed ta fill out this form is 6 hours {includes the time for entering energy data, PE facility inspection, and notatizing the SEF) and welcomes
sugaestions for reducing this level of effort. Send comments {referencing OMB contro! number) to the Directar, Collection Strategies Division, U.S., EPA (2822T), 1200 Pennsylvania Ave., NW,

Washington, D.C. 20460.
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